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OLD MID—-16 MODULE TYPE MXL NO. 02—-50B OLD MID—-16 MODULE TYPE MXL NO. 02—50B
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1649 |WATER FLOW 1ST—4TH LVL| TB. 1 NO. | MID=16 NO. 1-50 2-202—1 NA  |MODULE SUPERVISION TB. 1 NO. 1 MID—16 NO. 2-50 2-202-16
1650 |WATER FLOW 2ND—5TH LVL| TB. 1 NO. 2 MID—16 NO. 1-50 2-202-2 NA |4TH FLOOR CORRIDOR DOORS SD| TB. 1 NO. 2 | MID—16 NO. 2-50 2-202-17
1651 |WATER FLOW 3RD & 6TH LVL| TB. 1 NO. 3 MID—16 NO. 1-50 2-202-3 NA  |5TH FLOOR CORRIDOR DOORS SD| T8B. 1 NO. 3 | MID—16 NO. 2-50 2-202-18
1652  |WATER FLOW PENTHOUSE TB. 1 NO. 4 MID-16 NO. 1-50 2-202-4 NA  |BTH FLOOR CORRIDOR DOORS SD| T8. 1 NO. 4 | MID—-16 NO. 2-50 2-202-19
1653 |WATER FLOW AUDITORIUM TB. 1 NO. 5 MID—16 NO. 1-50 2-202-5 NA  |4TH FLOOR CORRIDOR HSSD LEVEL 3| TB. 1 NO. 5 | MID—16 NO. 2-50 2-202-20
1654  |FCB & HD'S 1ST—4TH LWL TB. 1 NO. 6 MID-16 NO. 1-50 2-202-6 NA  |5TH FLOOR CORRIDOR HSSD LEVEL 3| TB. 1 NO. 6 | MD-16 NO. 2-50 2-202-21
1655  |FCB & HD'S 2ND/5TH/AUDITORIUM| TB. 1 NO. 7 MID-16 NO. 1-50 2-202-7 NA  |6TH FLOOR CORRIDOR HSSD LEVEL 3| T8. 1 NO. 7 | MID—16 NO. 2-50 2-202-22
1656 |FCB & HD'S 3RD & 6TH LWL TB. 1 NO. 8 MID-16 NO. 1-50 2-202-8 NA  |HSSD POWER SUPPLY #1 SUPERVISION| TB. 1 NO. 8 | MID—16 NO. 2-50 2-202-23
1657 |FCB & HD’S ROOF /PENTHOUSE| 718 2 NO. 1 MID—-16 NO. 1-50 2-202-9 NA  |HSSD POWER SUPPLY # SUPERVISION| TB. 2 NO. 1 MID—16 NO. 2-50 2-202-24
1658 |SD ELEVATOR RECALL TB. 2 NO. 2 | MID-16 NO. 1-50 2-202-10 NA  |4TH FLOOR CORRIDOR HSSD SUPERMISION| 8. 2 NO. 2| MID—16 NO. 2-50 2-202-25
1659  |SD-DUCTS TB. 2 NO. 3 | MID-16 NO. 1-50 2-202-11 NA  |5TH FLOOR CORRIDOR HSSD SUPERMISION|  T8. 2 NO. 3 | MID—16 NO. 2-50 2-202-26
1660 |VALVE SUPERVISION RISER VALVE & 4TH LVL| 7B. 2 NO. 4 | MID—16 NO. 1-50 2-202-12 NA  |6TH FLOOR CORRIDOR HSSD SUPERVISION| TB. 2 NO. 4 | MID—16 NO. 2-50 2-202-27
1661 |VALVE SUPERVISION 2ND/5TH & AUDITORIM| TB. 2 NO. 5 | MID-16 NO. 1-50 2-202-13 NA  |SPARE TB. 2 NO. 5 | MID—16 NO. 2-50 SPARE
1662 |VALVE SUPERVISION RISER/4TH/6TH & AUDITORIM|  TB. 2 NO. 6 | MID—16 NO. 1-50 2-202-14 NA  |SPARE TB. 2 NO. 6 | MID-16 NO. 2-50 SPARE
1663 | SYSTEM 3 TROUBLE TB. 2 NO. 7 | MID-16 NO. 1-50 2-202-15 NA  |SPARE TB. 2 NO. 7 | MID=16 NO. 2-50 SPARE
1664 | MX—203 TROUBLE 8. 2 NO. 8 N /A N /A NA  |SPARE TB. 2 NO. 8 | MID—16 NO. 2-50 SPARE
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